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LIGHTING FIXTURE SCHEDULE
~
<
. T
TYPE ¢ | 2| 2 '
O < n
LETTE = |2 = | a
R FIXTURE TYPE 2z | s | < LAMPS WATTS VOLTS | MOUNTING LIGHT CONTROL BALLASTS MFR CATALOG NO. APPLICATIONS NOTES
HEW
ELECTRONIC
2 X 4 50% OPEN PERFORATION LIGHTING, CORRIDOR, DAY
A IpirecT/INDIRECT | * 2-52W T8 64 UNV  RECESSED | .1257ACRYLIC DIFFUSER |[BAELASTS, RAPIDL nopovED Ol SERIES ROOM z
START
EQUAL
) ELECTRONIC | DAY—BRITE
2 X 4 LENSED 125”ACRYLIC ’
B hOFER X 3-32W T8 96 UNV | ocerecen Bl ATIe LENS BALLASTS, RAPID| APPROVED 2TG8 SERIES OFFICES 2
START EQUAL
, ELECTRONIC DAY—BRITE
2 X 4 LENSED 125"ACRYLIC ’
B 1 hOFER X 2-32W T8 64 UNV | ocorecen Bl ATIe LENS BALLASTS, RAPID| APPROVED 2TC8 SERIES PATIENT ROOMS 2
START EQUAL
' '
TOILET MIRROR WALL MATE WHITE ACRYLIC ELECTRONIC DAY—BRITE, PATIENT LIGHTING FIXTURE B & B1
C TGHT o X 2-24W T5HO 48 UNV CUBEACE NS BALLASTS, RAPID| APPROVED AVW SERIES G ATHROOMS 2
START FQUAL
ELECTRONIC DAY—BRITE,
C1 TO'LL‘ELTM'BRESR,,OR X 2-39W T5HO 78 UNV SUVéAFLALCE MATE WHL'ETNESACRYL'C BALLASTS, RAPID| APPROVED AVW SERIES STAFF BATHROOMS 2 TA Y
START FQUAL LIGHTING FIXTURE 'A
SRUSCHED ALUMINOY MCPHILBEN,
E EXIT SICN L.E.D 2.5 UNV  |UNIVERSAL APPROVED 5502R CORRIDORS 1.2
FACE MATTE BLACK COUAL
HOUSING
STEEL FOUSING BAKED
2-28W T5 WALl WLHE'NE (ESQAEPLMASCMFZ?%C ELECTRONIC ALKO,
H HEADWALL LIGHT | X UP/ 2—32W 56 UNV BALLASTS, RAPID| APPROVED HZN SERIES PATIENT ROOMS 2
LS own SURFACE | ACRYLIC LENS (DOWN) START COUAL
WITH LOW VOLTAGE
CONTROLLER
. STEEL HOUSING ALKO .
N NIGHT LIGHT L.E.D 6 UNV N WAL DIRECTIONAL LOUVER APPROVED SO4N—2/SWH PATIENT ROOMS 2
AND SWITCH EQUAL
COVE LIGHT WALL GAI%/EJNS”%EGD va|TTEHEL ELECTRONIC | DAY=BRITE,
P ) X 1-54W T5HO 54 UNV BALLASTS, RAPID| APPROVED CV SERIES ELEVATOR LOBBY 2
4 SURFACE |ASYMMETRICAL SPECULAR
LIGHTING FIXTURE 'C + C1°
POLYCARBONATE LENS ELECTRONIC KIRLIN, S ATIENT
S SHOWER LIGHT | X 1-32W  TT 32 UNV  |RECESSED |FULLY GASKETED UL WET|BALLASTS, RAPID| APPROVED |CFR6V32 SERIES S ATHROOMS 2
LABEL START EQUAL
LIGHTING FIXTURE 'E'
ELECTRONIC DAY—BRITE,
T x4 X 2-32W T8 64 UNV SURFACE | 5% UPLIGHT REFLECTOR |BALLASTS, RAPID| APPROVED A SERIES EQUIPMENT ROOM 2
INDUSTRIAL STRIP TR COUAL TE37

1.

REFER TO DRAWINGS FOR FACE QUANTITIES AND CHEVRON ARROWS INDICATORS.

one eighth inch

2. FIXTURE SHALL BE PROVIDED WITH A SIMPLE DISCONNECT FOR MAINTENANCE.
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